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EXECUTIVE SUMMARY

This report describes the development and testing of a new method of benchmarking whole-building
energy use in laboratory buildings. The energy intendity of [aboratory buildingsis four to five times higher
than that of other kinds of commercid buildings such as office buildings. This fact coupled with the
importance of high-tech indudtries in California makes energy-efficiency of laboratory buildings an
important issue in Cdifornia

The most common method of benchmarking energy use in buildings is to compare the energy use of the
building under consideration with the energy use of a population of like buildings. Usudly there is some
empirica compensation for features and factors that affect energy use such asthe sze of the building

and the wesather conditions. Two fundamenta limitations of this approach are: 1) only Smilar kinds of
buildings can be compared, and 2) the entire population may be inefficient, which would cause many
inefficient buildings to be rated as efficient. The firgt limitation is important when benchmarking

laboratory buildings because there is no public database of energy use and building features that can be
used to congtruct empirical benchmarks for [aboratories. The second limitation is also important because
there is evidence that energy-consuming processes in laboratory buildings, especidly HVAC systems,
areingficient because of highly conservetive design practices and the need for risk avoidance.

The benchmarking method described in this report is fundamentaly different than the method described
above. The principle is to congtruct a benchmark that represents the minimum amount of energy
required to meet a set of basic functiond requirements of the building. These requirements include code-
compliant environmenta controls, adequate lighting, etc. The benchmark is computed based on
idedlized models of equipment and system performance. Using idealized model's produces a benchmark
that isindependent of design and easy to compuite.

Once the benchmark has been computed for a single building, an effectiveness metric is computed by
dividing the modd-based benchmark by the actua consumption. This metric, or itsinverse, can be
compared with the metrics of other buildings. Since functiona requirements have been incorporated into
the benchmark, it is possible to compare the performance of dissmilar buildings, or buildings that have
rare or unique functiond requirements.

A benchmarking tool was developed that implements the benchmarking method described above. The
tool isan MS Access database with ca culation methods for implementing the model-based calculations.
The database produces reports that alow auser to view historica performance trends as well as
relaive performance compared to other buildings in the database.

The performance of the mode-based benchmarking method was compared with two aternative
methods based on the ability to predict actua energy use. Using building energy data from the UC
Berkdley campus, it was shown that the mode-based benchmarking method was more accurate when a
combination of [aboratory and non-laboratory buildings were anayzed.
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In addition to demongtrating the efficacy of modd-based benchmarking, severa other lessons were
learned about building energy andysis. By constructing amode that represents the best possible
performance, errorsin the input data regarding schedule of operation and recorded energy use were
detected because of effectiveness metrics that were significantly greater than unity. This demondrates
that recorded energy-related data may be unrdiable and that the model- based benchmarking method
may be able to detect errors of thiskind in addition to detecting unsatisfactory energy- use performance.
From andyzing building data that included a class 100 cleanroom it was clear that improvementsin the
fan power modd could yidd further improvements in the benchmarking accuracy.
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INTRODUCTION

This report describes the results of work by the Center for Environmental Design Research &t the
University of Cdifornia a Berkeley on |aboratory fied studies and performance feedback, which was
part of the year-four phase of CIEE' s laboratory efficiency improvement program.

Background on Energy Use in Laboratory Buildings

Laboratory buildings consume considerably more energy per square foot than other kinds of
commercid buildings, and they are becoming increasingly energy intensive. Mills et d. (1996) estimate
that energy use intensities (e.g., KWh/ft?/year) in laboratory buildings are four to five times higher than
those found in non-laboratory buildings, such as offices, and that energy consumption in laboratory
buildingsin Cdiforniais growing exponentialy at arate of 3.9% per year. Huizenga et a. (1998)
showed that the energy intendty of laboratory buildings on the UC Berkdley campus is three times
greater than that of non-laboratory buildings. For laboratory buildings constructed after 1980 it isSx
times that of non-laboratory buildings.

One of the reasons that the energy intengity of laboratoriesis o high is because of the HVAC
requirements that are specific to laboratories. Due to the nature of work in laboratories, the air change
rate must be higher than in other kinds of commercia buildings, and they are usudly supplied with 100%
outsde ar. Large quantities of air are exhausted from the laboratory ether through the exhaust from the
occupied space or from fume hoods or other locd exhaust devices. The movement of large quantities of
ar causes the fan power used by laboratory buildings to be high. Conditioning large quantities of air
causes the chiller power to be high.

Concerns for occupant safety and reliable process operation combined with considerable uncertainty
about the magnitude and variation of heeting and cooling loads often leads to decisons which result in
the inefficient operation of laboratory buildings. This problem isamplified by the fact that the energy
intengity of laboratory buildingsis high and the energy consumption is growing exponentialy.
Consequently, there isaneed for tools that will alow operations saff to determine how well [aboratory
buildings are operating so that design and operationa problems can be addressed.

Objectives of this Project

In an earlier phase of this project, protocols for ng the performance of building subsystems such
as chiller, bailers, lighting, and plug and process loads were devel oped and documented (Huizenga et
al., 1996). One motivation for that work was the desire to document actua loads in laboratory buildings
S0 that designers could make more accurate decisions about the necessary capacity of mechanica
equipment such as chillers. Huizenga et d. (1998) used the protocols to show that cooling loads and
plug and process loads in a building on the UC Berkdey campus were sgnificantly lower than that
indicated by the design documentation.
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This phase of the project has been focused on benchmarking whole-building energy use of laboratory
buildings. The objectives of this phase of the project were asfollows:

to devel op a second- generation database,

to add buildings to the second- generation database,

to improve the benchmarking ca culation methods,

to improve the reports and make them compatible with the design intent tool,
to study the opportunity to establish aweb interface for the database.

s owdE

Previous Work on Benchmarking

Benchmarking is one of thefirg activities in the process of deciding whether or not to invest in energy-
consarvation measures in buildings. Consequently, improvements in benchmarking methods could have
alarge impact on energy use and the profitability of companies that use energy or provide energy
services.

Most energy service companies (ESCOs) and other organizations responsible for energy-efficiency of
buildings use the mean or median value of the energy use intengity (EUI) for the kind of building being
investigated as a benchmark for determining whether or not the building is a good candidate for energy
conservation measures. The EUI is the average power normaized by gross square footage, typicaly
expressed in kW-hft?/year or MBtu/ft?/year.

The EUI accounts for only one building feature that affects energy consumption: plan area. To account
for the effect of other features that affect energy consumption, benchmarks have been constructed by
using satistical methods to correlate other features with energy use (Sharp, 1996; Birtles, 1997).
Sharp’s method is based on an analysis of the 1992 Commercid Buildings Energy Consumption Survey
(CBECY). Linear regression models were used to correlate building characteristics with energy
consumption. Seven of the 75 characterigtics investigated were found to be statistically sgnificant
indicators of energy consumption.

This approach has been modified dightly and used as the basis of the Energy Star® benchmark (Hicks
and Clough, 1998). Rather than using census location as a proxy for wegther, the Energy Star®
benchmark explicitly compensates for weather. The Energy Star® benchmark is the 25th percentile of
the EUI digtribution because thislevel is expected to be the leve required for compliance with energy
codes.

An energy andysis activity thet is related to benchmarking is basdlining. The key difference between
benchmarking and basdlining is that benchmarking generdly involves a comparison of energy
performance with other buildings while basdining generdly involves a comparison of past energy
performance of a single building with currert energy performance. The most common methods of
basdlining are smilar to the methods described above for benchmarking. Statistical methods are
typicaly used to correlate weather data and other important variables of asingle building with measured
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energy use. Examples of thiskind of basdining are described by Reddy et d. (1997) and Sonderegger
(1998).

One problem with exigting benchmarking methods is that they do not sufficiently account for differing
functiond requirements of buildings. Thisfact limits the accuracy of existing methods and makes them
difficult to apply existing methods to dissmilar buildings. For exampleit is not possble usng exising
benchmarking methods to compare the performance of |aboratory buildings with office buildings. The
ability to do so isimportant because nearly dl laboratory buildings contain non-laboratory space.
Although Sharp’s method does account for some functional requirements, many of the functiona
requirements that have a sgnificant impact on energy use are not included. For example, temperature
control, humidity control, ventilation rate, filtration efficiency, and plug and process |oads are not
explicitly trested as functiona requirements.

Another problem with exigting benchmarking methods is that dl current benchmarks are based on the
performance of other buildings. They do not reflect the extent to which the energy efficiency could be

improved because the entire population could be making ineffective use of energy. Therefore, existing

benchmarking methods cannot be used by an energy engineer to determine the energy-saving potentia
that exists even in buildings that are consgdered to be energy-efficient.

Method

The scientific gpproach to benchmarking whole-building energy use proposed here involves a two- part
process. Thefirg part involves the use of asmplified building energy modd that is used to convert
functiond requirements into minimum energy use requirements. Geographica location, indoor ar qudity
requirements, code compliance, lighting requirements, temperature and humidity requirements, schedule,
gaffing requirements, and requirements for process equipment are some examples of the functiona
requirements of the building that affect energy consumption. The energy cdculations are not typica load
caculations, as used to predict actud use. Instead they are calculations based on ideal performance of
components such asfans, chillers, lighting systems, etc. This makes the cd culations independent of the
kind of components used in the actud building or how they are actudly operated, and sgnificantly
smplifiesthe caculaions

Report Organization

The next section contains a description of the benchmarking method. The description ismainly
conceptud. Detalls regarding calculation methods are included in Appendix A and B.

The subsequent section contains a description of the benchmarking database. Data entry, operation of
the functions, and the reporting feetures are described. An exampleillustrating the use of the database is
induded.

The section on results illugtrates how well the model- based benchmarking method compares with
conventiona methods of benchmarking.
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MODEL-BASED BENCHMARKING FOR LABORATORY BUILDINGS

There are numerous performance metrics in existence for engineered systems. Two important kinds are
efficiency metrics and effectiveness metrics. Efficiency metrics are used to compare output with input.
Metrics of this type include the thermodynamic efficiency of a heat engine, which is shaft power divided
by fuel power, and the mechanica efficiency of afan, which is aerodynamic power divided by shaft
power. Efficiency metrics are not gpplicable to the development of awhole-building energy
consumption benchmark because it is difficult to define the output of a building and because it is difficult
to quantify the output even if it can be defined. The output is not the energy consumption. It might be the
comfort provided to the occupants, or it might be the work output of the occupants.

Effectiveness metrics involve a comparison with a benchmark, and are therefore relevant to the
development of awhole-building energy consumption benchmark. An example of an effectiveness
metric is heat exchanger effectiveness, which is defined as the actud heat transfer divided by the
maximum possible heat trandfer. Engineering effectiveness metrics do not aways use the theoretically
best performance as a benchmark. For example, ventilation effectiveness is often defined as the
measured age accumulation of air in abuilding divided by the age accumulation for a perfect-mixing
system, which has twice the age accumulation of the mogt effective system (a plug-flow system). The
key difference between efficiency and effectivenessis that efficiency is acomparison of input and output
while effectiveness is a comparison of akey system variable (not necessarily the output) with awell-
defined, caculable, and often theoreticaly ided benchmark.

The most common performance metric for whole-building energy consumption is EUL. This metric is not
particularly useful by itsalf because many other factors besides plan area affect energy consumption.
Thisfact is evident from the range of vauesin Table 1 of Huizenga et d. (1996). In this set of buildings,
which are dl laboratory buildings located on the UC Berkeley campus (and therefore exposed to the
same wegther), the standard deviation is 70% of the mean. Thisillustratesthat EUI isnot a
discriminating metric. Part of the reason thet there isalarge varidion in this metric for this set of
buildings is because some of the buildings are not air-conditioned, because lighting efficiency varies,
because plug and process |oads vary, and because the design of the air distribution systems vary.

In this section, a benchmark that compensates for weether differences, design differences, and usage
differencesis described. The objective isfor the benchmark to be the energy consumption of an “ided”
building that consumes the minimum amount of energy required to achieve the same indoor temperature,
humidity, lighting, and ventilation conditions as the actud building. Complications that arise from defining
and computing the theoretica minimum are addressed by usng smplifying assumptions. Theresultisa
benchmark that represents a highly effective use of energy.

The benchmarking protocol has two parts. Firgt, the actua energy consumption is compared with the
consumption benchmark. Theratio of the benchmark to the actual consumption is an effectiveness
metric analogous with other engineering effectiveness metrics such as heet exchanger effectiveness. The
second part of the benchmarking protocol involves a comparison of the effectiveness of a particular
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building with that of a set of buildings, and with the past performance of that same building. This part of
the protocol involves gatistica comparisons.

The Benchmark
The performance of theided building is more difficult to quantify than the performance of the idedl heet

exchanger. Therefore, the benchmark building is selected with features that make the cdculation of the
minimum energy consumption a tractable problem with some smplifying assumptions.

Thefollowing isalig of the important festures and assumptions:

No energy storage.

This definition dso implies that the structure of the building is not used for thermd storage. Defining the
benchmark building as having no energy storage sgnificantly smplifies the calculaions. Mogt laboratory
facilities have little or no energy storage. Since the benchmark is defined as having no storage,
laboratory buildings with energy storage may, in theory, use less energy than the benchmark.

No conduction or transmisson.

The benchmark building has perfect insulation and alows no transmission of solar energy into the
building. This assumption aso sgnificantly reduces the complexity of computing the benchmark.
Laboratory energy consumption is dominated by ventilation rather than by heat transfer through the
shell, so there would be little benefit to including conduction and transmisson in the caculations. If this
benchmark were used to analyze the energy consumption of non-laboratory buildings, the results would
indicate that the non-laboratory buildings were less effective a usng energy because heet transfer
through the shell isalarger component of the load in non-laboratory buildings.

Maximum use of daylight.

The lighting power benchmark is zero between sunrise and sunset. When the building isin use between
sunset and sunrise, the benchmark is the average specific lighting power measured by Huizenga et d.
(1996), which is 0.54 W/ft?.

Empirica benchmark for plug and process loads.

For the laboratory space, the default specific plug and process power is the average vaue measured by
Huizenga et d. (1996), which is 1.2 W/ft2. For the non-laboratory space, the default specific plug and
process power is 140 W/person, which is derived from power requirements of office computers.

Fan power
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In theory, the minimum fan power required to move air is zero because it could be moved at an
arbitrarily low dtatic pressure (i.e., with arbitrarily low resistance). Thisis not a reasonable benchmark
because ducts must have afinite Sze. Therefore, the specific fan power specified by Title 24 for
constant volume systems (0.8 W/cfm) is used as the benchmark for fan power.

Trangportation sysems

Efficient elevator systems use counterweights and energy recovery o that they do not contribute
substantidly to the totd energy consumption of abuilding. This benchmeark will pendize buildings with
hydraulic elevators more than buildings with counterweighted eevators.

Efficient air digribution

VAV laboratorieswill use consderably less energy than congtant volume laboratories as long asthe
design arr change rate is sufficiently low and as long as fume hoods are closed when not in use.
According to Black (1998), sashes of fume hoods on the UC Berkeley campus are generally found to
be in the closed position. Thisindicates that the need for occupants to be working at the hoodsis
intermittent, and that selecting the benchmark as congtantly closed would only pendize facilities where
fume hoods were | eft open unnecessarily and perdagtently. With sashesin the closed position, the
ventilation rate will usualy be dependent on the air-change requirement and not on the fume hood
exhaudt flow rate.

Optimd heat recovery.

For the laboratory space, the benchmark is based on 100% hest recovery from lighting and plug and
process loads. For the nontlaboratory space, the benchmark is based on 100% heat recovery from
lighting. The term hegt recovery, as used here, does not refer to transferring heet from an exhaust stream
to asupply stream. Instead it refers to control of waste heet a the source. For equipment, this could be
achieved by locating the equipment in a ventilated cabinet which was exhausted when heet was not
needed, but which was recycled when heating was required.

Computing the Benchmark

It is possible to compute the energy consumption of the benchmark from first principles with rdatively
little informetion about the building.

Inputs

The following seven inputs are required to compute the benchmark energy usage, and they have no
defaults.

Plan area (e.g., square feet) of the lab space
Plan area (e.g., square feet) of the non-lab space
Totd linear feet of fume hoods

Fraction of lab space that is air-conditioned

A owbdpE
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5. Fraction of nonlab space that is air-conditioned
6. Location
7. Month

The next eight inputs are used in the benchmark calculations, but defaults are provided in case the
specific values are not known. The defaults are shown in brackets.

8. Dedgnair changerate[6 air changes per hour]

9. Schedule of operation [24 hours, 7 daysfor lab space; 7am - 9pm, 7 days for non-lab space]
10. Number of lab occupants [1 occupant per 766 square feet]

11. Number of non-lab occupants [1 occupant per 766 square feet]

12. Altitude above sealevel [determined by wegther datalocation]

13. Specific fan power [0.8 W/cfm]

14. Specific pump flow rate [1.6 gpmy/ton]

15. Specific pump power [6.3 W/gpm]

16. Average plug and process load power for the lab [1.2 watts per square foot of [ab space]
17. Average plug and process load power for non-lab space [ 140 watts per person|

18. Office design ventilation rate [20 cfm/person|

19. Conditioned space temperature [72 F]

20. Conditioned space rative humidity [50%]

The default for the design air change rate is derived from Bell et d. (1998). The default for the schedule
is derived from the operation of labs on the UC Berkdey campus. The defaults for specific pump flow
rate, specific pump power, and average plug and process load power for the lab are derived from
measurements made by Huizenga et d. (1998). The default for the number of occupants is derived from
the CBECS database (U.S. Department of Energy, 1995). The default for the average plug and process
load power for non-lab space is derived from Brown (1996).

The following inputs are used to compute the dectrical consumption effectiveness and the fuel
consumption effectiveness.

21. Electricad consumption
22. Fud consumption

The default for input number 8 is derived from Bell et a. (1998). The defaults for inputs 10 and 11 are
derived from the U. S. Department of Energy (1995). The default for input 13 is derived from the vaue
measured by Huizenga et d. (1996). The default for office plug loads is based on one computer per
person. According to Brown (1996), the power consumption of a computer, monitor, and laser printer
operating inidlemodeis 56 W, 60 W, and 24 W, respectively. Therefore, the default for office plug
loadsis 140 W/person.

10
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Pre-Calculations

Thefallowing quantities are computed prior to making hourly energy consumption cdculations. Detalls
regarding the calculations can be found in Appendix B.

Space pressure

Conditioned air saturated vapor pressure
Conditioned air vapor pressure
Conditioned ar humidity massratio
Conditioned air gas constant

Conditioned air enthapy

Conditioned air density

Fume hood mass flow rate

. Totd exhaust massflow rate of lab

10. Massflow rate of supply air to laboratory
11. Lab occupant load

12. Office occupant load

13. Lablighting load

14. Officelighting load

©CooNogarwWNPRE

Conditioned air refersto the air in the occupied space, not to the air supplied to the space.

Hourly Calculations

After the pre-caculations are completed, hourly caculations that correspond to hourly weather data are
made. Detalls regarding these cdculations are included in Appendix B. These caculations can be
broken down in to three categories. properties, office caculations, and laboratory caculations.

Calculate Properties

Saturated vapor pressure of outdoor air
Vapor pressure of outdoor air
Humidity massratio of outdoor ar

Gas congtant of outdoor air

Specific enthadpy of outdoor air

Dengty of outdoor air

System on?

NoaswWDdDPRE

Office Calculations

1. Minimum outdoor air mass flow rate of office
2. Maximum outdoor air mass flow rate of office
3. Officeload

Electricd cdculations

4. Office cooling load

5. Officefan power

6. Office pump power

1
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7. Office dectricd power
Fud cdculaions
8. Office heating load

Lab Calculations

1. Office enthdpy if not air-conditioned
2. Labload

Electrical caculdions.

3. Labcoaling load

4. Labfan power

5. Lab pump power

6. Lab eectrica power

Fud cdculdions

7. Lab hesting load

Outputs

After the hourly power caculations are completed, the results are accumulated for the time period of
interest. Two performance metrics are computed. They are the dectrica consumption effectiveness and
the fuel consumption effectiveness. The eectrical consumption effectiveness, denoted as €, , is defined

as the dectricd consumption of the benchmark divided by the actud dectrica consumption for the same
time period. Smilarly, the fuel consumption effectiveness, denoted as €, , is defined asthe fud

consumption of the benchmark divided by the actud fuel consumption for the same time period.
Consequently, higher values are better than lower vaues, and the values should range between zero and
one.

Statistical Comparison

After the dectricd energy and fuel consumption effectiveness metrics have been computed for a
particular building they are compared with the metrics for a set of buildings. The mean and variance of
each metric in the comparison set is computed o that the user can determineif the performance of the
test building is aove or below the norm, and by how much. If the performanceis sgnificantly poorer
than average, then the protocols described by Huizenga et d. (1998) could be used to investigate the
cause.
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LABORATORY PERFORMANCE DATABASE

Description

In order to compare the energy consumption of one or more laboratory buildings with that of others, a
database has been created using Microsoft Access. The database contains tables for the building
datistics provided by the users as well as tables for wesather data. Forms for entering data, initiating
cdculations, and displaying the results have been created so that the database is easy to use.

The building statistics include the data necessary for caculating the benchmarks as well as data that will
be ussful for filtering. These additiond inputs include performance metrics tha may have been
determined from a more detailed audit of the building using the protocols described by Huizenga et d.
(1998), as well as design information that is revant to energy consumption andyss (eg., VAV or
condant volume air digtribution).

Example of use

Figure 1 showsthe first form in the tool for entering data. startup form of the database. This form is used
for inputting basic input data about a building.

B Standard Buillding Information : Form

CEDR Standard Building Information

Building name

Building Type |Lahu:urat-:ur§.-' ;l
Hearest City Hame |Mﬂ'_;l
Gross square footage 133300 =q. ft.
Altitude above sea level {200 |
Conditioned space temperature lﬁ F

Conditioned space RH |5EI o
= Back | Help | Delete | Mext = |

Record: 14 4 ” 1 v | er]p#] of 20 =
Figure 1: Input data that has defaults.

13
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Pressing the “Help” button shown in Figure 1 brings up the form shown in Figure 2. This form provides
the user with information about how to use the form.

_':'I':—'._HeF_l_:r : Form
E Standard Building Information - Form
CEDR Standard Building Information
Building name E tchever |
Building Type Laboratory = ]
Carren Hearest City Hame Betkeley x|
L ¥
e Gross square footage 199300 | sq.ft.
Altitude above sea level 1300
Conditioned space temperature 72 F
Conditioned space RH R b L™
= Back ' Helpn | Delste | ek = |
pecord: da] < [[T 1 v |eae] of 19 &
First record Freviow mcord Haxt meord Last vecord  Add a mecord

Figure2: Help form.

Clicking on the button labeled “Next” in Figure 1 brings up the form shown in Figure 3. Thisform is
used to acquire necessary information about the laboratory space.

14
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E3 Laboratory Information : Form E=] B
»
CEE II { Laboratory Information
Building name |Etcheverr_u |

Gross square footage of lab space

Humber of occupants

Laboratory de=ign air change rate
Fraction of Air Condioned Lab Space |EI.25
Total linear feet of fume hoods 3758

Weekday start hour 0- !
Weekday stop hour 24;‘
Staturday start hour 0 gx I
Staturday stop hour |_ 24;‘
Sunday start hour 0- !
Sunday stop hour 24_*_‘
= Back | Helg | Mext = |
Record: Hi 4 ” 1 ({5 IH Ib*i of 1 (Filtered) e

Figure 3: Form for entering data about the laboratory space.

Clicking on the “Next” button shown in Figure 3 brings up the form shown in Figure 4. Thisform is
used to acquire necessary information about the non-laboratory (office) space.

15
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B3 Office Information : Form Hi=]

CEDR

Building name i Etcheveny i

Office Information

Humber of occupants

Fraction of Air Condioned space

premmm e

Weekday start hour [

Weekday stop hour |__2E
Staturday start hour !:7"3
Staturday stop hour |I_'._j
Sunday start hour E_?,' _.:.i
Sunday stop hour I__i?.!

= Back | Help | Mext = |

Record: H! ) ” 1k IH IH'E-l af 28

Figure 4: Form for entering data about the non-labor atory space.

Clicking on the button labeled “Next” in Figure 4 brings up the form shown in Figure 5. Thisform
enables the user to input energy consumption data for aset of time intervals. The form, database, and
caculations are designed to handle time intervals of arbitrary duration. The start date for al intervals but
thefirg isthe end date for the previousinterval. The form, database, and calculations are also designed
to handle multiple meters so that data from eectrical bills can be entered directly into the database.

16
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& Energy Uze A= E3 |
Energy Use
=T Meter |j Year l_:‘-ﬁ
interval  StartDate End Date  Hectricity Use kWh Fuel Use  FuelUnit | =
1 1A/97 | 1431797 234308 | U Fuel Type | |
2 | wmey [ 2mE 0
: = — 0 §
s B/ R
5 B/31/97 280889 | 1]
6 6/30/97| 215354 | i
7 T mmer 274073 | i}
8  8/31/97| 234925 [ d
3 _9/30/97| _ZN3A5 10
1 10/31/97) 304525 | 0
1 11/30/97| 309275 | i
12 WP = | 0
« Back | Helo l cu:suuu| Result I Report f Delete
Record: 14| « [T 1 _» |ma|v#] of 9(Fikered) 4

Figure5: Form for inputting ener gy data.

Clicking on the button labeled “Cdculate’ in Figure 5 brings up the form labeled “congdants’ in Figure
6. This form enables the user to modify certain parameters of the energy model, if appropriate.

17
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B constants

=] E3

C EDR Constants

Specific Fan Power Ijl W diofm

5 pecific Pump Flow Fate gpmton

S pecific Pump Power W opm

Specific Lighting Power 054 wiizgf

Awerage plug and process load power for the lab 1.26)  “wlsq.lt
Ayerage plug and process load power for hon-lab space 1400  wffperson

Constants used in calculation. you can modify them if you think inappropriate:

¢ Back | Calculate |

Figure 6. Constants used by the energy model.

Clicking on the button labeled “ Cdculate’ in Figure 6 initiates the caculation of the energy performance
metrics. To display the result, the user clicks on the button labeled “Result.” Doing so brings up the
form shown in Figure 7. The graphsin the top of the form show how a single building compares with a
population of buildings. The upper left graph is dectricd performance and the upper right graph isfud
performance. The smooth distributions are computed assuming normd digtributions using the sample
mean and standard deviation of the population from the database. The lower |€eft figure shows a scatter
plot of the actud data. In this case many buildings have afuel consumption effectiveness of zero because
no fuel consumption (i.e., seam consumption) data were available for those buildings. The lower right
graph shows atrend log of the monthly eectrica performance. This festure can be used to establish a

basdline for the building and to detect unusua performance.
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Figure 7: Display of performance metrics.

Clicking on the button labeled “ Statistics” in Figure 7 brings up the form labeled “Result satistics’
shown in Figure 8. Thisform shows additiond performance metrics that are derived from the idedlized
benchmarking mode. These metrics could be used as design intent targets for ahighly efficient lab. If a
less aggressive target were desired, then the whole building energy use satistic in this figure could be
divided by atarget effectiveness less than one to get less aggressive design intent target for whole-
building energy use. Clicking on the button labeed “Close” in the Results statistics form will close the
form, reverting to the form shown in Figure 7. Clicking on the button labeled “Closs” in Figure 7 will
close that form, reverting to the form shown in Figure 5.
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E Whole-building features |_ O]

CEDR Result statistics

wihole building electricity use EI.EEIE-EI'II e ft
Peak. heating load 412E +I:IEIi W fe.ft.
Peak. cooling load 3.?5E-El1i W L ft,
Lab Lighting electricity uze 2.?EE-EI'Ii Wl A ft,
Lab HYAL electicity uze ?.EI?E-EI'II Wwideg.ft,
Office Lighting electricity uze 4.2EIE-EI'Ii Witz ft.
O ffice HWVAL electricity uze E.EIBE-EIEI Wiz

Figure 8: Alternative performance metrics.

Clicking on the button labeled “ Report” in Figure 5 generates areport that is intended to be printed and
used as a hard-copy document.

The opportunity to establish a web interface for the database

Web-enabled database gpplications alow remote access to users. This enhances the diffusion of web-
enabled gpplications for practica use. If the |aboratory energy benchmarking application were web-
enabled, it would be available for use by the widest possible range and number of users. It could be
used by both the private and public sector worldwide as atool for ng the performance of
laboratory buildings.

Software tools for producing web-based gpplications have become readily available in the past two
years, o the task of producing aweb-based user interface for the laboratory energy benchmarking
application is clearly feasble. Examples of closdly related applications with web-enabled front ends
include the UC Berkeley occupant satisfaction survey and the EPA EnergyStar benchmarking tool.

Microsoft has developed a set of tools that alow one to design web-based user interfaces for Microsoft
applications. A description of how these tools could be used to develop a user interface for the
laboratory energy benchmarking application is described in Appendix C.

The cost associated with aweb-based gpplication includes design, development, and maintenance.
Design and development would be primarily a software development task, but the software must run on
a hogt with sufficient throughput and memory capacity. If the hardware resources are not dready
available, then they must be included in the development cost. Maintenance includes maintenance of
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both software and hardware. Management of a continudly expanding database, regular system
backups, and network management would be required for sustained operation of a web-enabled
laboratory energy benchmarking application. EPA has recently developed a web-enabled database
gpplication for the EnergyStar program. The EPA application allows users to compare the performance
of ther building with abenchmark derived from the method proposed by Sharp (1996). Costs
associated designing, developing, and maintaining a web-enabled version of the laboratory energy
benchmarking application could be estimated accurately by determining the costs associated with the
EPA effort.
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RESULTSOF APPLICATION OF THE BENCHMARKING TOOL

Effect of Cooling Equipment on Effectiveness

Dueto drict energy requirements for state buildings, some of the laboratory buildings on the UC
Berkeley campus are not mechanically cooled. Thisfact dlows us to compare the effect of air-
conditioning on energy consumption effectiveness.

Of the 19 laboratory buildings studied, four had no cooling, one had negligible cooling capacity, and five
were completely cooled by vapor compression. The mean and median of the eectrical consumption
effectiveness for the uncooled buildings were 0.66 and 0.79, respectively, The mean and median of the
electrical consumption effectiveness for the cooled buildings were 0.31 and 0.29, respectively. Since the
benchmark compensates for the functiona requirement of cooling, the effectiveness of the cooled
buildings should be equd to the effectiveness of the uncooled buildingsif the cooling system were as
efficient as the other systemsin the building. Using the robust rank order test (Siegel and Castellan,
1988), the probability of observing this difference by chance is 9.4%. Therefore, it islikely that the
mechanica cooling equipment is less efficient than other energy-consuming systems in the building based
on the way that the benchmarks for those systems have been constructed.

Performance Comparison

Comparing one benchmarking method with another is complicated by the fact that the “true” energy-use
effectiveness cannot be measured. However, we can measure how well different benchmarking methods
compensate for features or functional requirements that affect energy use. This can be accomplished by
comparing the degree of association (correation) between the “model” associated with each method
and the actual energy consumption.

In this section, the model-based benchmarking method described in this report is compared with
benchmarking based on the EUI metric and Sharp’s method using buildings located on the UC Berkeley
campus. All of these buildings nomindly have the same occupant density, computer density, and
schedule, and dl of them are owner-occupied. None of the laboratories have economizers, al are
100% outside air systems. Therefore, Sharp's method differs from the EUI method only by
compensating for whether or not the building has a chiller.

For each method, two different correlation coefficients were computed. They were the Pearson
product-moment correlation coefficient and the Spearman rank-order correlation coefficient. If the
residuas (difference between the actual consumption and the consumption predicted by the modd) are
normdly distributed , then the square of the Pearson coefficient is the percentage of the variance
explained by the modd. As noted by Sharp and others, the residuds for building energy-use data are
frequently not normally digtributed. The Spearman coefficient is a non-parametric measure of
association that has a similar interpretation as the Pearson coefficient. 1t can be used to measure
associaion when underlying didtribution is not known.
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Table 1 shows the square of the two coefficients for each of the three methods when applied to 19
laboratory buildings on the UC Berkeley campus. The Siegel- Tukey test was used to test whether or
not the size of the resduas was sgnificantly different from one method to another. This test indicates
that the difference between Sharp’s method and the model- based method is not satistically sgnificant.
The test gatidtic indicated that the model-based method method was dightly better even though the
correlation coefficient was lower. However, the sngle-sded probability of seeing of getting alarger
differences by chance was 45%.

Table 1: Comparison of methods.

Pearson, R® | Spearman, R?
Model-based method | 41% 55%
Sharp's method 46% 63%
EUI method 40% 52%

Ingpection of the resduds shows that one of the 19 buildingsis an outlier. This laboratory contains a
class 100 cleanroom, so the predicted energy use is much lower than the actua energy use. If this
building is eiminated from the data s&t, then the corrdation coefficients are as shown in Table 2. Again,
the Siegd-Tukey test indicates that the differences are not Sgnificant. The Sngle-sided probability of
observing alarger difference by chance is 32%.

Table 2: Comparison with outlier removed.

Pearson, R* | Spearman, R?
Model-based method | 73% 53%
Sharp's method 54% 58%
EUI method 51% 45%

Table 3 shows the two coefficients for each of the three methods when gpplied to 19 |aboratory
buildings and 7 non-laboratory buildings on the UC Berkeley campus. This table illustrates that model-
based benchmarking is better at comparing the performance of dissmilar building types then are
empirica methods of benchmarking. In this case the difference between the modd-based method and
Sharp's method is Satidticdly significant. The single-sided probability of observing alarger difference by
chanceisjust 3.2%. However, the difference between the model- based method and the EUI method is
dill not gatidticaly significant at the 95% leve of confidence. The Sngle-sided probability of observing a
larger difference by chance is 6.4%.

Table 3: Comparison with dissmilar building types.
Pearson, R* | Spearman, R?
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Model-based method | 43% 41%
Sharp's method 16% 19%
EUI method 22% 18%
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DISCUSSION AND CONCLUSIONS

The benchmarking method described in this report will pendize buildings that use inefficient sysemsto
supply energy-consuming functiond requirements. For example, buildings with the following design
subsystems or features will be pendized:

Overszed systemsiif part-load efficiencies are poor
Congtant volume systems

Any sysemsthat use rehest

Hydraulic devators

Ineffident lighting systems

Inefficient fans and air didribution systems

oSk wnNE

Additionaly, the following operationa factors will be pendized:

7. Fume hoods | eft open
8. Poor contraller tuning, if it induces sequentid heeting and cooling
9. Faulty contral logic, if it induces Smultaneous heating and cooling

The benchmarking method will also pendize buildings in which fume hoods must be used (i.e., opened)
continualy. Based on the experience of UC Berkdey facilities staff, it is expected that thiswill be arare
requirement. Open fume hoods are a safety hazard. The benchmarking method will aso pendize
buildings that do not have |aboratory space or that have very little |aboratory space because conduction
and transmission heat trandfer isalarger fraction of the hegting and cooling load in those buildings. This
will only be a problem for the case where a smdl laboratory is connected to alarge non-laboratory
building. The magnitude of these “unfair’ pendtiesis difficult to quantify and it will be different for each
case.

The analyss described in the results section indicates that air-conditioned buildings use energy less
effectively than non-air-conditioned buildings even after the functiona requirement of cooling has been
consdered. This result could be because typicd mechanica cooling designs are inefficient relative to the
efficiency of other sysems such aslighting systems, or that the benchmarking method unfairly perdlizes
mechanica cooling. More research is need to determine the cause of thefinding, but it is conastent with
the perception that HVAC systemsin modern laboratories are sgnificantly oversized, which causes
gross inefficiency.

When gpplying the mode- based benchmarking method to 19 laboratory buildings on the UC Berkeley
campus, the model-based method was not a better predictor of energy use than one of the dternatives
(Sharp's method). But when a single outlier was removed from the set of 19 lab buildings, it was as
good as or better than both adternates. This outlier contains a class 100 cleanroom. This finding suggests
that the fan power cdculations of the benchmark could be improved so that they more accurately reflect
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filtration requirements. Doing so would yield a sgnificant improvement in accuracy, and should be the
subject of future research.

When applying the mode-based benchmarking method to non+lab buildingsin addition to lab buildings,
the model- based approach was clearly better than the two dternatives. This fact demongtrates one of
the advantages of model-based benchmarking over empirical methods. A single model can be used to
benchmark and compare awide variety of buildings. It should be noted, however, that athough the
correlaion between energy use and predicted energy use was much higher using the mode- based
method than ether of the two empirica methods, it was much lower than when gpplied to just
laboratory buildings. This could be due to alarge variaion in efficiency when consdering alarger, more
diverse population of buildings, or it could be that the modes are less accurate when gpplied to non-lab
buildings. Future research is needed to determine the efficacy of using the existing modd- based
benchmarking method for analyzing the energy performance of non-lab buildings.
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APPENDIX A: NOMENCLATURE AND DEFINITIONS
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Figure 9 shows the flow rates used in the calculations. The first letter of the subscripts refersto the
gpace that the air is coming from. The second |etter refers to the space that the air is going to.

r‘0 Foa r| Fd rI I:Ia,e
! ‘ !
foFw |  Air-conditioned Air-conditioned N Fian
office space Lab space - >
“““““““““““““ n Fo
non-ar-conditioned  [TTTTTTTTTTTTTTTTTTTTTTTTTTOT Fume hoods
— | p» oOfficespace Non-air-conditioned L E
-r
I
L(l‘ro) Foa | (1'r|) Fd + (1'r|) F|ae
Figure 9: Schematic diagram of the laboratory building.
Constants

| : gpedific lighting power (0.54 W/ft?)
P, : Specific plug and process power for |ab

(default = 1.2 W/ ft?)

P, - SPecific equipment power for office (default = 140 W/person)

P, : specific fan power, (0.8 W/cfm)
P, : specific pump power, (6.3 W/gpm)

a: standard temperature lapse rate (0.0065 'K/m)

c: caling height (10 ft)
, - Saturated vapor pressure constant (-5674.

O

5359)

: saturated vapor pressure constant (6.3925247)

: saturated vapor pressure constant (-0.009677843)

: saturated vapor pressure constant (0.000000622115701)

: saturated vapor pressure constant (0.0000000020747825)

: saturated vapor pressure constant (-0.0000000000009484024)

: saturated vapor pressure constant (-5800.2206)
: saturated vapor pressure constant (1.3914993)
: saturated vapor pressure constant (-0.048640239)

C,
G
C,
C,
Ce
C, : saturated vapor pressure constant (4.1635019)
G
G
C10
Cll

: saturated vapor pressure constant (0.000041764768)
C,,: saturated vapor pressure constant (-0.000000014452093)
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C,,: saturated vapor pressure constant (6.5459673)
COP : cosfficient of performance of chiller used for benchmark caculations (5)
d : height of the opening below the sash of a closed fume hood (3 in)
f - specific pump flow rate (1.6 gpm/ton)
g : gravitational constant (9.80665 m/s’)
h,.: heat generation per person (100 W/person)
m, : molecular weight of dry air (28.9645 kg/mole)
m,, : molecular weight of water (18.01528 kg/mole)
P, : standard atmospheric pressure at sealevel (101.3 kPa)
R, : gas congtant of dry air (287.055 J(kg K)
R, : gas constant of water vapor (461.520 J(kg 'K)
T. : conditioned space temperature (default = 72 °F)
T,: standard absolute temperature at sealeve (288 'K)
V : fume hood face velocity (100 fpm)

Variables

€, electrica consumption effectiveness

€, : fue consumption effectiveness

f : rdative humidity

f . : rdaive humidity of conditioned air

r : dengty of ar

r ,: dendity of outdoor (ambient) air

I .. dengty of conditioned air

W: ar changerate

d : solar dedlination, degree of arc

A, : Caculated |aboratory space ares, (ft?)
A ., : Reported |aboratory space area, (ft?)
A : gross plan area (e.g., Square footage) of thelab
A, : gross plan area of the non-lab space

ET : eguation of time, minutes of time
F,, : flow from the outdoors to the lab

F.,: flow from the outdoors to the office
F .. : maximum flow from the outdoors to the office

F 20 - minimum flow from the outdoors to the office
F..: flow from the office to the outdoors



Laboratory Field Studies/Performance Feedback Center for Environmental Design Research

F .. - flow from the |ab to the outdoors through the general space exhaust
F.an - flow from the |ab to the outdoors through the fume hoods

h : pecific enthdpy of ar

h, : specific enthdpy of conditioned air

H. ,: cooling load of office space

h, : specific enthapy of transfer air from office to lab

h, . : specific enthdpy of nonar-conditioned office ar

o,u

0,C

H_ .: load (hesting or cooling) of ar-conditioned office space
H...,: hest generated by occupantsin the lab area

H oec.o - et generated by occupants in the non-lab (office) area
H oo SUNSEL hOUr

H : sunrise hour

L : linear quantity of fume hoods

LAT : locd latitude, degree of arc

LON : loca longitude, degree of arc

LSM : locd standard time meridian, degree of arc
M : tota mass of |aboratory ar

N, : number of |aboratory occupants

N, : number of office occupants

p,, - vapor pressure of water in ar

P, - Vapor pressure of water in conditioned air

P, - Saturated vapor pressure of water in ar

P, . - SAtUrated vapor pressure of water in conditioned air
P : amaospheric pressure

B, : lighting power in the lab space

R, - lighting power in the non-lab (office) space

P, - Plug and process power in the lab space

P, - PlUg and process power in the non-lab (office) space
g, : minimum outdoor ar volume flow per person for the office

aao: maximum outdoor air volume flow per unit of plan areafor the office
I, : fraction of lab space thet is air-conditioned

I, fraction of office space that is air-conditioned

R: gas congtant of air

R. : gas congtant of conditioned air

W : humidity massratio

W, : humidity massretio of conditioned ar
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APPENDIX B: ENERGY CONSUMPTION CALCULATIONS
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This Appendix contains aligt of the caculation procedures for computing the benchmarks. Unit
conversions are not shown here.,

Precalculations

Lab Area:
A = (A, +16030+164.1% L) /2 (A-1)

Space Pressure:;

Space pressure is computed based on the NACA standard atmosphere. Below an dtitude of 10769
meters (35332 feet) above sealevd, the pressure of the sandard atmosphere is given by the following
equation (Ligt, 1971):

9

p= Pogi- %zg% (A-2)
Minimum outdoor air volume flow rate for office

Q, =d,N, (A-3)
Maximum outdoor ar volume office

Quo = Uao, (A-4)

Saturated vapor pressure of conditioned air:

According to ASHRAE (1997), the saturated vapor pressureis given by the following empirica relation
when the air temperature is lessthan 0 'C:

i 8 0
pws,c = e(pg-l-_l +C2+C3Tc + (:4Tc2 + C5TC3 + CGTC4 + C:7 ln(TC); (A_S)

When the temperature is greater than 0 "C, the saturated vapor pressure is given by the following
empirica reaion:

& 0
Puae = @PEE+CHC,T, + Gy + G T, +Cy (T, )2 (A-6)
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The vaues for the congtants are given in Appendix A. Using the congtantsin Appendix A requires that
the temperature in Equations A-5 and A-6isin 'K, and resultsin Pascal pressure units.

Vapor pressure of conditioned air:

The vapor pressureis equa to the product of the relative humidity and the saturated vapor pressure.
pw,c = pwscf c (A_7)

Humidity mass ratio of conditioned air:

The humidity massratio istheratio of the mass of water vapor in the air to the mass of dry ar inthe air.
It is computed based on the molecular masses of dry air and water, the pressure, and the vapor
pressure as follows:

w, = Pu (A-8)

Gas congtant of conditioned air:

The gas congtant of the air is the mass-weighted average of the gas congtants of dry air and water
vapor. It is computed as follows:

R, *RW. (A-9)

R= 1+W,

Specific enthdpy of conditioned air:

The specific enthdpy of air is computed as follows:

hok +W., (2501 +1.805T, )
© 1+W,

C

(A-10)

Note that Equation A-10 is different than that published in ASHRAE (1997) because Equation A-10 is
the energy per unit mass of moigt ar rather than per unit mass of dry air.

Density of conditioned air:

The dengity is caculated asfollows.
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ro=—— (A-11)

Fume hood mass flow rate

Thetotal mass flow rate through the fume hoods is computed as follows:

Fian =1 LVd (A-12)

Total laboratory exhaugt air mass flow rate

The totd massflow rate of air exhausted from the laboratory through fume hoods and space exhaust is
computed asfollows:

M=r_Ac (A-13)
F.. = max(F,,,, MW) (A-14)

Equation A-13 indicates that the total exhaust flow rate may ether be determined by the design air
change rate or by the number of fume hoods.

Laboratory supply air mass flow rate

The supply ar mass flow rate to the laboratory is computed as follows:

F.=Fa (A-15)
L aboratory occupant load
The laboratory occupant load is computed as follows:

Hoer = e N, (A-16)

Office occupant load

The office occupant load is computed by subgtituting the number of office occupants for the number of
laboratory occupantsin Equation A-15.

Lab lighting load

Thelab lighting load is computed as follows:
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R, =IA (A-17)

Office lighting |oad

The office lighting load is computed by subgtituting the gross plan area of the office for the gross plan
area of the lab in Equation A-16.

Hourly Calculations

Saturated vapor pressure of outdoor air:

The saturated vapor pressure of outdoor ar is computed using Equation A-5 or A-6 with the outdoor
ar temperature subgtituted for the conditioned air temperature.

Vapor pressure of outdoor air:

The vapor pressure of outdoor air is computed using Equation A-7 with the outdoor air temperature
substituted for the conditioned air temperature, and the relative humidity of the outdoor air substituted
for the relaive humidity of the conditioned air.

Humidity mass ratio of outdoor air:

The humidity massratio of outdoor air is computed using Equation A-8 with the outdoor air vapor
pressure substituted for the conditioned air vapor pressure.

Gas congtant of outdoor air:

The gas congtant of outdoor air is computed using Equation A-9 with the outdoor air humidity mass
ratio subgtituted for the conditioned air humidity mass ratio.

Specific enthdpy of outdoor air:

The specific enthapy of outdoor air is computed using Equation A-10 with the outdoor air temperature
substituted for the conditioned air temperature, and the humidity massratio of the outdoor air substituted
for the humidity massratio of the conditioned air.

Dendity of outdoor air:

The dendty of outdoor air is computed using Equation A-11 with the outdoor air temperature
substituted for the conditioned air temperature, and the gas constant of the outdoor air substituted for
the gas congtant of the conditioned air.
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|s system on?

If the schedule indicates that the sysemison, then O =1. Otherwise, O =0.

Minimum outdoor air mass flow rate for the office:

The minimum outdoor air mass flow rate for the office is the maximum of the flow rate required for
ventilation and the makeup air flow rate for the lab.

F.=r,Q (A-18)

—ao

Maximum outdoor air mass flow rate for the office:

The maximum outdoor air mass flow rate for the office is computed as follows.

an =r aéao (A'lg)
Lighting Energy Use:

Following equations could ca culate sunrise and sunset hour for each month. Because we assume that
there is no much difference in sunset or sunrise time among days in one month, we only caculate twelve
sunsat and twelve sunrise time in one yesar.

H,.. =[720- 4xarccos(- tan LAT xtand) - ET - 4XLSM - LON)]/60 (A-20)
H,, . =[720+4xarccos(- tan LAT xtand) - ET - 4x(LSM - LON)] /60 (A-21)
Jan Feb Mar Apr May June July Aug Sep Oct Nov Dec

Equation | -11.2 - -7.5 11 3.3 -1.4 -6.2 -2.4 7.5 154 13.8 1.6

of Time, 13.9

min.

Declinati | -20.0 - 0.0 11.6 20.0 23.45 20.6 12.3 0.0 -10.5 -19.8 -23.45

on, 10.8

degrees

Compute the therma load on the office space

The following caculaions are made assuming that the entire office gpace is air-conditioned.
Compensation for partidly ar-conditioned office spacesis made later.

The office load calculation is based on the assumption that fan power does not contribute to the load.
Thelogic for computing the load when there is an economizer and control of waste hest from lightsis as
follows.

If h, - h, £0, then
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F =F (A-22)
P (A-23)

Otherwise, compute the load with the maximum flow rate and no lighting load as follows.

Ho,l :an(hc - ha)- |_Iocc,o - I:)pp,o (A'24)

If H,, £0, then
F,=Fa (A-25)
Ho = Ho,l (A_26)

Otherwise, compute the load with the minimum outdoor air flow rate and the maximum lighting load as
follows

H,,=F.(h-h)-H P -P

occ,0 pp,o 1,0

(A-27)

If H,, £0,then H = 0. The outdoor ar flow rate under this condition is computed as follows.
Compute the load assuming aminimum flow rate and no lighting load as follows:

H0,3 =an(hc - ha) - Hocc,o - F>pp,o (A_28)
If H ;3 0,then
Fao :an (A'29)
Otherwise,
H occ,0 +P o
F, = e o (A-30)
h, - h,

If H,,>0,then F,,=F_ axd H =H_,.

If the system is off, then the office load is zero.

Compute office coaling load:

If the office load is negative, then the cooling load equals the magnitude of the office load. Otherwise it
equals zero. Thisis computed as follows:
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H,, =|min(0,r,H,)| (A-31)

Compute the office heating load:

The office hesting load is computed as follows:

H,, =max(0,H,) (A-32)

Compute office fan power:

The office fan power is computed as follows:

Po= @ (A-33)
Compute office pump power:
The office pump power is computed as follows.
Poo =max(H.o.Hy, ) TP, (A-34)
Compuite office electrical power:
The electrical power is computed as follows:
P =12 4P 4R, +P,+P,, (A-35)

° COP

Compute thermal load of the lab space

The following caculations are made assuming that the entire lab space is air-conditioned. Compensation
for partidly ar-conditioned lab spaces is made later.

The lab load calculation is based on the assumptions that fan power does not contribute to the load, and
that waste heat from lights, and plug and process loadsis used for heating but rejected when cooling.
The thermd load with waste heat from lights and plug and process power is as follows:

Hl,h = Fla(hc - ha)' H - I:|),| - Ppp,l

(A-36)

occ,|
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The logic for computing the lab load to effectively use waste hest is as follows. First, compute the load
according to Equation A-38. Then compute the load assuming that the heat from lights and equipment is
exhausted.

Hl,e = Fla(hc - ha)_ Hocc,l (A'37)
The lab load with effective use of waste heet is the following:

If thesgnof H,, isnotthesameasthesgnof H, ., thentheload is zero. Otherwise, the load is equal
tothevaueof H,, or H, . with the smalest magnitude.

Compute the lab cooling load

Thiscdculation isgmilar to the cooling load caculation for the office.
H,, =|min(0,r,H))| (A-38)

Compute the heating load for the lab

Thiscaculation is Smilar to the hegting load caculation for the office.

H,, =max(0,H,) (A-39)

Compute the lab fan power

Thiscdculation is Smilar to the fan power cdculation for the office.

I:Iapf

P = r (A-40)
Compute the [ab pump power
This caculation is smilar to the pump power caculation for the office.
Py =max(He, Hy )0, (A-41)

Compute the total eectrica power for the lab

Thiscadculation is amilar to the dectricd load caculation for the office.
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HC
I:|) = COllD + Ppp,l + I:)|,| + Pf,l + Pp,| (A'42)

Compute the dectrica consumption benchmark

The dectricd consumption benchmark isthe sum of the dectricd loads times the time interva
corresponding to each load (one hour).

Compute the fud consumption benchmark

The fuel consumption isthe sum of the heeting loads times the time interval corresponding to each load
(one hour).

Compute the dectrica consumption effectiveness

The dectricd consumption effectivenessis the dectrical consumption benchmark divided by the actud
electrica consumption.

Compute the fud consumption effectiveness

The fue consumption effectivenessis the fuel consumption benchmark divided by the actud fuel
consumption.
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APPENDIX C: STEPSFOR DEVELOPING A WEB-BASED USER INTERFACE
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Brief Introduction to ASP:

An Active Server Page (ASP) isan HTML page that includes one or more scripts (smal embedded
programs) that are processed on a Microsoft Web server before the page is sent to the user. An ASPis
somewhat Smilar to a server-sde include or acommon gateway interface (CGI) application in that dl
involve programsthat run on the server, usualy tailoring a page for the user. Typicdly, the script in the
Web page at the server uses input received as the result of the user's request for the page to access data
from a database and then builds or customizes the page on the fly before sending it to the requestor.

ASPisafeature of the Microsoft Internet Information Server (11S), but, Snce the server-sde script is
just building aregular HTML page, it can be ddivered to dmost any browser. Y ou can creste an ASP
file by induding a script written in VBScript or JScript in an HTML file and then renaming it with the
".agp" file suffix. Microsoft recommends the use of the server-sde ASP rather than a client-side script,
where there is actudly a choice, because the server-side script will result in an eeglly displayable HTML
page. Client-sde scripts (for example, with JavaScript) may not work as intended on older browsers.

How ASP works;

1. Frd the server receives the user’ srequest for an ASP file. Ingtead of tranamitting the file
immediately back to the user as HTML, the server will treet the file asa BASIC program. First it
will parse the file into executable code, then execute it. During this process, data can be fetched
from a database or a database on the server can be updated, depending on different SQL calls.

2. Next, the server will try to form an HTML page using the output data of the Visua BASIC (VB)
program. Instead of outputting data onto the screen, the output of the VB code is put in aweb
page. That's why you can manage to output two totally different web pages using the same ASP
file, by including a“IF..ELSE...END IF" dructure in your program.

3. After the user recaives the HTML page, they may find aform in that page. They can fill up theform
and send it back to server. All the data that the user has input in the forms are parameters sent to
the ASP program by using the HTTP POST method. This is trangparent to the users.

4. In ASPfile, we can usethe “Request” object to get parameters that we can cdl user input. These
data can be inserted into SQL callsto get different kinds of data from a database. Once the server
finishes execution of the program, it will send the result back to the user. The process then returnsto
step 2.

Instructions:

Instructions below provide basic steps to follow to publish the laboratory energy benchmarking
database on aWindows NT server using ASP.

1. Createawebsiteon a server or build a new branch in an existing website.
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Cresting a new webste requires more work than smply cresting a bunch of webpages and putting
them in an existing website. Since there are many web servers at LBNL and dso a UC Berkedey,
we may be able to use an exigting host. We can use Microsoft Frontpage, Macromedia
Dreamweaver or any web page design tool. But if you want to use Frontpage, you should tdll the
server administrator that you want to create a Frontpage website so that they can set it up for you.
If you don’t want to use Frontpage, you smply ask for FTP access to the server, and then start
building your HTML or ASP pages. Some servers allow you put ASP in arbitrary directory, but
some servers don't, so you should ask for a specid ASP directory.

2. Register aDSN for the database.

Y ou should ask the server administrator to register the database that you have aready put on the
server with anew Data Source Name, which isjust alink to the database. If server the
adminigrator tells you he/she don't know how to do that, tell him visit thiswebgste:
http://Mwww.activeserverpages.com/learn/dsnl.asp/.

3. Writing ASP code:

3.1. Daainput interface in web page.
Microsoft Access dlows you save aform in a database as an ASP file. But usudly, thefile
generated by Access will not fit your requirements exactly. So you have to understand the
format of thet file firgt, then modify it. Y ou can build forms yoursdf using any HTML editor.
Most editors will let you put text fidlds, drop-down ligts, radio buttons, etc. in your web page.

3.2. Fetch, add new or update data in database.
This could be divided into two steps. First, you should write code to recelve data sent by the
user. As mentioned earlier, this could be done using the “ Request” object defined by ASP.
Next, you can write SQL cals and manipulate data in the database.

3.3. Trigger cdculaion module in database.
Smply outputting and inputting datais not the am of this database. The primary activity of the
database isto perform energy use caculations. So we have to find away to trigger this
caculation once the user has finished the datainput. In Access, you can define a certain kind of
macro to run aVVB module, and one type of SQL command could run the salected macro. So
this task could be accomplished by using a SQL cal macro and the macro could run the VB
module which is the energy use cdculation module. One important issue that should be
consdered hereis multiple users. Once a user triggers the calculations, we must prohibit
another user from triggering the caculaions again until the first calculations have finished.

3.4. Output charts.
Many Java applets and ASP components are available for displaying charts on a webpage.
These components must be purchased, so they would add to the development cost. Excel
could be used to generate charts for use on awebpage, but this would cause some burden on
the server sde. Firdt, we have to let the server adminigtrator open the Excel fileand let it run dl
the time. The macro in this Excd file could do aweb/loca database query every fiveto ten
seconds, depending on the settings. This query isfarly ample, just for knowing if the database
got updated or not. If yes, the macro will do another web/loca database query to get adl the
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data from certain tables in the database. After this, Excel could update the charts automaticaly.
Then the macro should generate GIF files for dl the charts. With links to these GIF filesin the
HTML pages, the charts will be updated once the database gets updated, which would be at
most after ten seconds.

4. Debugging and testing

Debugging an ASP program is not as easy as debugging a C++ program because it runs on a server
inred time. There is no red-time running and debugging tool equivaent to the devel opment
environments available for C++. However, you can use some basic debugging methods such as
printing vaues of important variables.

After conducting the basic debugging, the application should be beta tested. Beta testing will help
determine whether or not bugs that are difficult to detect during basic debugging are present. One
problem with Microsoft Accessis that it can handle only 50 users Smultaneoudy.



